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Abstract—The paper describes the structure of electricity 
consumption of electric submersible pumps. Analyzed the loss 
of all elements of the pumping unit: the motor, the cable line, 
transformer, control stations and pump. Discusses how to 
optimize power consumption of oil production.
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I. INTRODUCTION
At the present time issues of energy and resource saving 
become especially actual in almost all industries. Fuel-
power complex, which are engaged in extraction, prepara-
tion, transportation and refining of oil and gas are no excep-
tion [1]. Oil and gas companies are forced to develop and 
implement the whole complexes of energy-efficiency
measures. Energy audit of all technological processes
should be performed. This helps to identify units where the 
efficiency of the use of energy resources is not high enough 
and there is the potential for savings [2].
Optimization of well pumps operation allows not only to 
reduce energy consumption, but also extend the life cycle 
of electrical equipment [3][4][5].
With this purpose automatic systems for commercial ac-
counting of power consumption have become widely im-
plemented at the industrial enterprises, allowing continuous 
monitoring of the efficiency of energy consumption by 
equipment.
II. THE STRUCTURE OF THE ELECTRICITY CONSUMPTION BY 
AT THE OIL AND GAS COMPANIES
The structure of the energy consumption by oil and gas 
companies is shown in Fig. 1. The most energy-intensive 
technological process in all oil and gas industry is artificial 
oil lift by borehole pumps - up to 55 ... 62% of the total 
electricity consumption [6]. The main method of oil well
operation is using of electric submersible pumps (ESPs).
Over 54% of all wells in Russia operated by ESP, with 
these oil-wells about 75% of total oil is extracted [7].
Therefore, optimization of artificial oil production process
of by using ESP can provide significant energy saving ef-
fect for the enterprise.
Fig. 1. The structure of the electricity consumption by various 
technological processes at the oil and gas companies.
III. STRUCTURE OF POWER LOSSES IN WELL PUMP
It is necessary to analyze energy consumption by electri-
cal drives of the submersible pumps to estimate efficiency
of energy using during electricity consumption planning.
For this purpose it is necessary to have a methodology for 
calculating the energy consumption depending on the in-
stalled equipment and technological parameters of the oil-
well [8].
The structure of the electric power losses in ESP units is 
given in Fig. 2.
As seen in Fig. 2, the power consumption of ESP con-
sists of useful power PUP which is pump uses to lift the well 
fluid, as well as losses in all elements of the unit: in the 
pump ∆PCP, in the upstream device ∆PUD, in a wear sleeve 
∆PWS, in the submersible electric motor ∆PSEM, in a cable 
line ∆PCL, in a transformer ∆PTR, in a control station ∆PCS,
in a line filter ∆PLF and input filter ∆PIF if any:
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Fig. 2. Structure of power losses in ESP.
Power losses in a control station ∆PCS
Power losses in a input filter ∆PIF
Power losses in a transformer ∆PTR
Power losses in a cable line ∆PCL
Power losses in a line filter ∆PLF
Main power, ΣP
Power losses in the submersible electric 
motor ∆PSEM
Power losses in a wear sleeve ∆PWS
Power losses in
a upstream device ∆PUD
Power losses in the pump ∆PCP
The useful power PUP
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The first five terms in the expression (1) form a power 
consumed by the motor:
SEMWSUDСPUPSEM PPPPPP ∆+∆+∆+∆+= .           (2)
Useful power PUP used by a pump to lift the well fluid 
depends on many factors: pump rate, liquid density, dy-
namic head, casing head pressure, annular pressure, hy-
draulic resistance of the CNT, saturation pressure, gas oil 
ratio and other [9]. Therefore, the accuracy in the calcula-
tion of useful power will depend on the completeness of 
available data on the parameters of the well and equipment 
operating mode.
Power loss in the pump ∆PCP is determined by its coeffi-
cient of performance (COP). In this case coefficient of effi-
ciency of the centrifugal pump varies depending on outflow
performance, peaking in nominal mode. Therefore, for def-
inition of coefficient of efficiency of ESP for this outflow
performance necessary to use the pump characteristic.
The power loss in such elements as the upstream device 
∆PUD, the wear sleeve ∆PWS, the control station ∆PCS, line
filter ∆PLF and the input filter ∆PIF, are taken from the work
documents. In the absence of typical values based on the 
installed capacitance can be taken.
The losses in the electric motor ∆PSEM are determined by 
its coefficient of efficiency, which varies depending on the 
load. The value of motor efficiency at a given load is on the 
running characteristic [10].
The power loss in the cable ∆PCL comprise a significant 
part of total energy consumption in ESP. The power losses 
in the cable lines are proportional to the square of the cur-
rent:
,
2)]20(1[CL732,1
F
ItL
CLP
⋅−+⋅⋅
=∆
αρ
          (3)
where ρ – electrical resistivity of the cable, Ohm∙m (for 
copper ρ = 0,0195∙10-6 Ohm∙m); α – temperature coeffi-
cient of expansion of copper (for copper α = 0,0041); LCL –
cable length, m; t – average temperature of the cable, ° C; I 
– operating current, A; F – area of cross-sectional, m2.
Power losses in double-wound transformer formed from 
iron loss and copper loss:
2
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S
SPPPPP , (4)
where ΔРL – no load loss given in the published data, W; 
ΔРCL – copper losses, W; ΔРSC – short-circuit losses, given 
in the published data, W; S – power of transformer load, 
V∙A; SNOM – nominal power of the transformer, V∙A.
IV. RESULTS OF CALCULATION OF THE POWER LOSS
Results of calculation of the power loss in ESP elements 
using formulas (1), (2), (3) and (4) for the well № 1608 are 
shown in Table 1. Fig. 3 shows a diagram of illustrating 
percentage distribution of power loss between the setup 
items. Note that in this configuration there are no filters 
well.
As you can see from the diagram in Fig. 3, the useful 
power that is consumed on lifting well fluid, is only 22.7% 
of the total power consumption of ESP. Thus the loss in the 
centrifugal pump (47% of total consumption) is more than 
two times higher than the useful power. This is due to the 
relatively low efficiency of the centrifugal pump at rate -
32%. Also, significant part of energy consumption in the 
ESP comprise the motor loss (12.3%), in the cable line 
(6.4%) and the transformer (7.5%). The power consumed 
by the wear sleeve and the losses in the control station can 
be considered small (1.9% and 2.0%).
Table 1 - Power lost to the elements of ESP installations for
the well № 1608
The element, wherein the 
power loss Designation
Value
kW %
The useful power PUP 4,77 22,7
Losses in the pump ∆PCP 9,90 47,0
Power of the wear sleeve ∆PWS 0,40 1,9
The motor loss ∆PSEM 2,60 12,3
The losses in the cable line ∆PCL 1,36 6,5
The losses in the transformer ∆PTR 1,58 7,5
The losses in the control station ∆PCS 0,44 2,1
The total power consumption of 
the installation ΣP
21,0
5 100,0
Fig. 3. Diagram of power losses on elements of ESP unit for the well № 
1608.
V. CONCLUSION
The above distribution of power losses for the well 
№ 1608 can be considered typical for wells operated by 
ESP. High electricity consumption for artificial oil lift of 
hydrocarbons crude are forced oil producers to look for 
ways to optimize energy consumption. The main areas of 
improvement of the ESP are the introduction variable-
frequency drive, the use of the submersible telemetry units, 
and replacement of asynchronous motors at permanent 
magnet synchronous motor. Blocks submersible telemetry 
are transmitted to surface of the information about techno-
logical parameters on the bottom hole that allows to choose 
optimum operating mode for each a well. The permanent 
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magnet synchronous motor have an efficiency of 6 ... 8% 
higher than asynchronous motors [11], that, respectively, 
reduces the losses in the motor, power consumption and 
current. By reducing the current is also declining and the 
remaining loss: in the cable, transformer and control sta-
tions.
An important factor of optimizing operating modes of 
ESP is using intelligent control stations with a controller 
[12].
Thus and so, can be drawn the following conclusions:
1. Artificial oil lift is the most energy-intensive techno-
logical process in oil and gas companies, and therefore has 
the greatest potential for the introduction of energy saving 
measures.
2. Among the methods of artificial oil lift most relevant 
to optimize the energy consumption is using of ESP, as this 
method is exploited most of the wells of the Russian Feder-
ation (over 54%), which provide up to 75% of all produced 
oil.
3. The useful power of ESP expended by on lifting well-
bore fluid, is only 20 ... 25% of total consumption, while 
the losses in the centrifugal pump can reach 47% or higher. 
Also, considerable power losses occur in the electric motor 
(12%), of the cable line (6%) and the transformer (7%).
4. Reducing the power consumption of the motor reduces 
losses in the following elements: cables, transformers, con-
trol station due to the current reduction.
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